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T NOMINAL 36“X32" INTAKE

PLENUM WITH MOTORIZED DAMPER

—— AIR COMPRESSOR,

SEE SHT. P-3

. —— IN-LINE SUPPLY FAN, SF-3.

SEE DETAIL ON SHT. M4.4

12"X12" DN,
MEZZ. DECK

THRU

22"X22" UP TO ROOF-MOUNTED
EXHAUST FAN, EF3B. SEE
DETAIL ON SHT. M4.4

M-2 FOR CONTINUATION

3-BAY AREA UNIT CONTROL
PANEL (TCP-4)

- —— BLOWER-COIL UNIT, BCU-1
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BCU-1 UNIT CONTROL
PANEL (TCP-1)
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BOILER UNIT CONTROL
PANEL (TCP-3)
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WASH SYSTEM,
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HOT WATER BOILER B-1,
SEE DETAIL SHT. M4.2
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KEYPLAN

GAGE STICK ACCESS

FILL LINE SPILL
CONTAINMENT BASIN

4000 GALLON UNDERGROUND
STORAGE TANK. SEE
DETATL

INSTALLATION

LEAK DETECTION LINE

BELOW GRADE PIPING

6" EQUIPMENT PAD, SEE

STRUCTURAL DRWGS.

FUEL OIL GAUGE ON WALL

FUEL OIL DAY TANK WITH
TRANSFER PUMP FOP-1

_——LEAK MONITORING SYSTEM

REMOTE CONTROL PANEL

—— AIR SEPARATOR

[ T———HW EXPANSION TANK,
SEE DETAIL SHT.

—— HW PUMP P-1, SEE

M4. 2

—— WASH

DETAIL ON SHT.
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COOLED CONDENSING UNIT MANUFACTURER’S RECOMMENDATIONS.

ACTUAL LINE
IN ACCORDANCE WITH THE AIR-

NOMINAL 327X24" RELIEF LOUVER WITH

MOTORIZED DAMPER, INTERLOCK WITH SF -1
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